METER BOX
GROUND LINE DETAIL 26.15

VALVE BOX DETAIL 26.16

2" COPPER PIPE ‘\
CURB STOP VALVE J

2" HORIZONTAL INLET
FIP (FEMALE IRON PIPE)
CONNECTION TO MAIN NPT (NATIONAL PIPE TAPER) CRUSHED STONE

A

USE ONLY WHEN STANDARD FIRE HYDRANT (DETAIL 26.09) IS NOT PRACTICAL.
APPROVAL OF CITY UTILITIES ENGINEER IS REQUIRED.
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